Metering Shunt

Shunt Bypass Details
Solid Lines— Stored Position
Dashed Lines— Bypass Position
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Electronics

Cus Berthold Electric Co.

1900 W. CARROLL AVENUE
CHICAGO, ILLINOIS 60612

comcope: 408499762

‘ REVISION #

TELE. 312-243-5767

FAX. 312-243-5811

DESCRIPTION:

Charge/Discharge Bus Assembly
3 Bay, 6000A
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