Metering Shunt

Shunt Bypass Details
Solid Lines— Stored Position
Dashed Lines— Bypass Position

|
|
| 26"W Distribution Bay
|
|

|

| |

| |

| 26"W Distribution Bay | 26"W Distribution Bay
| |

| |

I

| |
| |
| 26"W Distribution Bay |
| |
| |
[

S Ll - ________ il

141 3/8"
’—> 112 7/8"
! i 77 120 i 25 1/2" B
©
s oo ool le ® sel®loe o Vo5
| [ ° 4
L] [) o o o o o o ‘O @ ® @‘ ® ‘@ ® ® * |
Indexing hole for I lm]]]]m]] " £
bar alignment | ﬂ M ‘$
¢ | o oo oo ° ° caleloe e |
| [ ©
A ? 1° °° ©° ? ? °e|pee AN |
L, 1 35 3/8" 1 26" 26" 1 26" 1

8-32 Tapped Holes
for Shunt Leads

Assembled Plan View
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Metering Shunt Detail
and

Bus Assembly Orientation
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DESCRIPTION:

4 Bay, 6000A

Charge/Discharge Bus Assembly
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