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Note: Contacts are shown in the de—energized
state (phase loss/under voltage condition)
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600V, 14Ga. SIS Wire to
PDSC Phase Bus
Wired by Customer

Component Schedule

[tem
No.

Quantity ~ Manuf.
Catalog Number

Description

1~ Diversified Electronics
SLA—230—-ALE

208V Phase Loss, Under Voltage and Phase Sequence
Monitor/Relay with adjustable set point

1~ Ferraz Shawmut
30313

B600VAC, 30A, 3 Pole, 200kA.I.LR. Fuse Block

3~ Ferraz Shawmut
ATMR7

B600VAC, 7A., 200kA.LR., Class CC Fuses

Drop—Out Voltages

Voltage

1o Low

39 Low

208V

188V

12 Low: 83% of Nominal
32 Low: 90% of Nominal
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Gus Berthold Electric Co.
1900 W. CARROLL AVENUE
CHICAGO, ILLINOIS 60612

TELE. 312—-243-5767 FAX. 312—243-5811

DESCRW%@SV, 3Ph, 3W. Phase Failure Relay
Schematic Diagram
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